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TO: Parks, Recreation and Cultural Services 

FROM: Robert L. Hernandez 

DATE: April 29, 2019 

SUBJECT: Meadows Park Community Center Self-Evaluation 

1. On November 13, 2014, Mr. Michael Killebrew, Title II ADA/Section 504 Coordinator 

performed a Title II - Americans with Disabilities Act (ADA), Self-Evaluation. This 

evaluation was in accordance with 1991/2010 ADA Standards for Accessible Design. The 

facility was re-evaluated on January 31, 2017 and on April 24, 2019 with the assistance 

of Anna Kangas, Architect/Construction Project Specialist. 

2. Priorities for accessibility are assigned in accordance with the ADA Checklist for 

Existing Facilities. The checklist follows the four priorities listed in the Department of 

Justice ADA Title III regulations. These priorities are equally applicable to state and local 

government facilities: 

Priority 1 - Accessible approach and entrance 

Priority 2 - Access to goods and services 

Priority 3 - Access to public toilet rooms 

Priority 4 - Access to other items such as water fountains and public telephones 

3. Corrective actions to findings were/will be submitted for corrective action through the 

city maintenance work request system and Transition Plan. Note: Recommended 

corrections in some cases where needed will be modified when appropriate. Corrections 

are developed in consideration of the “Program Access” provisions of Title II, where 

applicable. 

4. A copy of this report will be maintained in the Office of Accessibility.  

City of Colorado Springs Title II ADA/Section 504 – Manager 

30 S. Nevada Ave, Suite 301 

Colorado Springs, CO 80903 

rhernandez@springsgov.com 

Atch 1. City of Colorado Springs, ADA Self-Evaluation Report 

Sincerely, 

Robert Hernandez 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 1 

The van stall is missing a sign identifying it as a van accessible stall. 

Parking space identification signs shall include the International Symbol of Accessibility.  Signs 

identifying van parking spaces shall contain the designation "van accessible." 

2010 ADAS Section 502.6 

Parking space identification signs shall include the International Symbol of Accessibility complying with 

703.7.2.1.  Signs identifying van parking spaces shall contain the designation "van accessible."  Signs shall 

be 60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the 

sign. 

Citation: As Built: 

2010 ADAS Section: 502.6 The van accessible 

parking space is not 

signed as such. 

Recommendation: 
Install a "van accessible" sign to the accessible parking sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183509 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 2 

The access aisle is not a minimum 5 feet wide. 

A car accessible parking stall's access aisle must be a minimum of 5 feet wide measured from 

centerline to centerline. 

Where the access aisle is not adjacent to another parking space or access aisle, measurements shall 

be permitted to include the full width of the line defining the access aisle. 

2010 ADAS Section 502.3.1 

Access aisles serving car and van parking spaces shall be 60 inches (1525 mm) wide minimum. 
D 

Citation: As Built: 

2010 ADAS Section: 502.3.1 Access aisle is only 

4'-8" wide. 

Recommendation: 
Re-stripe parking so the access aisle is at least 5'-0" wide. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183510 Main Photo 

CORRECTE
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #2 Additional Finding Photos 

Finding 183510 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 3 

The route to the building is only 19" wide due to a column in the sidewalk. 

The walking surface is obstructed. A 36 inch minimum clear walking surface is required. 

2010 ADAS Section 403.5.1 

Except as provided in 403.5.2 and 403.5.3, the clear width of walking surfaces shall be 36 inches (915 mm) 

minimum. 

Citation: As Built: 

2010 ADAS Section: 403.5.1 On the north side of 

the building, there are 

structural barriers 

reducing the path of 

travel to 19" wide. 

Recommendation: 
Relocate the accessible parking spaces so the accessible route is not impacted by structural 

barriers. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183511 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 4 

There are multiple pits in the built-up ramp 1/2" or larger, and a 1-1/4" wide by 1-3/4" deep gap 

between the ramp and the sidewalk. In addition, once on the sidewalk, there is a column preventing 

access between the ramp and the entrance. In addition, the side flares exceed 10%. 

Openings in floor or ground surfaces shall not allow passage of a sphere more than 1/2 inch 

diameter. Elongated openings shall be placed so that the long dimension is perpendicular to the 

dominant direction of travel. 

2010 ADAS Section 302.3 

Openings in floor or ground surfaces shall not allow passage of a sphere more than 1/2 inch (13 mm) 

diameter except as allowed in 407.4.3, 409.4.3, 410.4, 810.5.3 and 810.10.  Elongated openings shall be 

placed so that the long dimension is perpendicular to the dominant direction of travel. 

COR
ECTED 

Citation: 

R
As Built: 

2010 ADAS Section: 302.3 On the north side of 

the building, the built-

up curb ramp is not 

compliant. 

Recommendation: 
Remove the built-up ramp. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183512 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 5 

The concrete expansion joint is spaced greater than a 1/2 inch. 

Openings in floor or ground surfaces shall not allow passage of a sphere more than 1/2 inch 

diameter. Elongated openings shall be placed so that the long dimension is perpendicular to the 

dominant direction of travel. 

2010 ADAS Section 302.3 

Openings in floor or ground surfaces shall not allow passage of a sphere more than 1/2 inch (13 mm) 

diameter except as allowed in 407.4.3, 409.4.3, 410.4, 810.5.3 and 810.10.  Elongated openings shall be 

placed so that the long dimension is perpendicular to the dominant direction of travel. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 302.3 At the main entrance, 

there is a 1/2" to 3/4" 

gap between the curb 

ramp and the 

entrance. 

Recommendation: 
Fill the gap. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183513 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #5 Additional Finding Photos 

Finding 183513 Additional Photo Finding 183513 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRE
TED 

Exterior - Parking 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 6 

The side flares on the curb ramp do not have joint lines and could create depth-perception issues. 

There is a 1"+ drop off the edge. 

2011 PROWAG Section Recommended 

None 

2010 ADAS Section Recommended 

None 

Citation: As Built: 

2011 PROWAG Section: Recommended At the main entrance, 

the side flares on the 

2010 ADAS Section: Recommended curb ramp do not 

have joint lines. 
C

Recommendation: 
Mark the flare edge to prevent depth-perception issues. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183514 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #6 Additional Finding Photos 

Finding 183514 Additional Photo Finding 183514 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Entrance 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 7 

The building entrance is not located on an accessible route. The path of pedestrian travel has a 4 

1/2" step or 16" restriction points to access door due to columns. 

When a building, or portion of a building, is required to be accessible, an accessible route of travel 

shall be provided to all portions of the building, to accessible building entrances and between the 

building and the public way. 

All walks, halls, corridors, aisles, skywalks, tunnels, and other spaces that are part of an accessible 

route must comply. An accessible route of travel must not pass through kitchens, storage rooms, 

restrooms, closets or other spaces used for similar purposes. At least one accessible route within 

the boundary of the site must be provided from public transportation stops, accessible parking and 

accessible passenger loading zones and public streets or sidewalks to the accessible building 

entrance they serve. 

The accessible route shall, to the maximum extent feasible, coincide with the route for the general 

public. At least one accessible route shall connect accessible buildings, facilities, elements and 

spaces that are on the same site. At least one accessible route shall connect accessible building or 

facility entrances with all accessible spaces and elements. 

2010 ADAS Section 206.2.1 

At least one accessible route shall be provided within the site from accessible parking spaces and accessible 

passenger loading zones; public streets and sidewalks; and public transportation stops to the accessible 

RRECTED 

building or facility entrance they serve. CO
Citation: As Built: 

2010 ADAS Section: 206.2.1 The preschool 

exterior entrance is 

not on an accessible 

route. 

Recommendation: 
Close this entryway and have children come in the hall entrance or somehow create 

signage/messaging to allow main entrance entry for adults or children as needed.  We must be ready, 

willing and able to assist. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183516 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #7 Additional Finding Photos 

Finding 183516 Additional Photo Finding 183516 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Citation: As Built: 

 ADAS Section: 206.2.2 There is not a 

sidewalk to the park. 

CO
RECTED

ommendation: 
ide a sidewalk from the public right-of-way to the park. 

rier Priority: 
igh): Should be completed immediately. (Includes findings that have little or no cost, wer

tion of the codes at the time of construction, or pose an imminent safety threat) R

ents, and accessible spaces that are on the same site. 

 ADAS Section 206.2.2 

ast one accessible route shall connect accessible buildings, accessible facilities, accessible elem

ccessible spaces that are on the same site. 
 

2010

Rec
Prov

Bar
1 (H e in 

viola

Finding 183517 Main Photo 

Exterior - Entrance 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 8 

There is no accessible route to the park. 

At least one accessible route shall connect accessible buildings, accessible facilities, accessible 

elem

2010

At le ents, 

and a

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #8 Additional Finding Photos 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - Entrance 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 9 

There are curbs where there should be curb ramps. 

At least one accessible route shall connect accessible buildings, accessible facilities, accessible 

elements, and accessible spaces that are on the same site. 

2010 ADAS Section 206.2.2 

At least one accessible route shall connect accessible buildings, accessible facilities, accessible elements, 

and accessible spaces that are on the same site. 

Citation: As Built: 

2010 ADAS Section: 206.2.2 The sidewalks near 

the community center 

to do not have curb 

ramps. 

Recommendation: 
Install curb ramps on the sidewalks. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183518 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #9 Additional Finding Photos 

Finding 183518 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding 183519 Main Photo 

C
RRECTED

Exterior - Entrance 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 10 

There is a handicap sign near the sidewalk, but there are not curb ramps on the sidewalk. Thus, the 

sidewalk is not accessible. 

2011 PROWAG Section Recommended 

None 

2010 ADAS Section Recommended 

None 

 
Citation: As Built: 

2011 PROWAG Section: Recommended Consider removing 

the handicap sign. 

2010 ADAS Section: Recommended 

Recommendation: 
The sign may stay in place if curb ramps are added. If curb ramps are not added, remove the sign. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) O

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRE
TED 

Exterior - Entrance 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 11 

Parked vehicles shall not reduce the required width of the accessible route. 

The accessible route of travel must be maintained at least 36 inches wide. Wheel stops are required 

when a car parked in any space may reduce the accessible path of travel to less than 36 inches. 

2010 ADAS Section 502.7 

Parking spaces and access aisles shall be designed so that cars and vans, when parked, cannot obstruct 

the required clear width of adjacent accessible routes. 

Citation: As Built: 

2010 ADAS Section: 502.7 On the right side of 

the building, the 

accessible route from 

the emergency exit is 

blocked by cars. 

C
Recommendation: 
Install parking blocks to prevent vehicles from blocking the accessible route. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183520 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #11 Additional Finding Photos 

Finding 183520 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - General 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 12 

There are no accessible dining surfaces. 

Dining surfaces shall be dispersed throughout the space or facility in each functional area containing 

dining surfaces. Where dining surfaces are provided for the consumption of food or drink, at least 5 

percent of the seating spaces and standing spaces at the dining surfaces shall provide a clear floor 

space positioned for a forward approach and knee and toe clearance. The tops of dining surfaces 

shall be 28 inches minimum and 34 inches maximum above the finish floor or ground. 

2010 ADAS Section 226.1 

Where dining surfaces are provided for the consumption of food or drink, at least 5 percent of the seating 

spaces and standing spaces at the dining surfaces shall comply with 902.  In addition, where work surfaces 

are provided for use by other than employees, at least 5 percent shall comply with 902. 

Citation: As Built: 

2010 ADAS Section: 226.1 None of the picnic 

tables are accessible. 

Recommendation: 
At least one picnic table should be accessible. Move a table to an accessible route and mount the 

table on a concrete pad. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 

Finding 183652 Main Photo 

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - General 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 13 

There is up to a 22.3% approach on the accessible route.  There is also a 57" reach to the the latch 

and 50" to the handle. 

The accessible route on the site contains running slopes greater than 5% and has not been 

constructed as a ramp (i.e. handrails, wheel guides, etc.). 

When the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal 

(5-percent slope), it must be constructed as ramp. Surface cross slopes must not exceed one unit 

vertical in 48 units. Horizontal (2-percent slope). 

2010 ADAS Section 403.3 

The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces 

shall not be steeper than 1:48. 

Citation: As Built: 

2010 ADAS Section: 403.3 It is difficult to access 

the mini-library. 

Recommendation: 
Lower the latch and handle by reducing the post height 9".  Also the bricking/route must be reduced 

to under a 5% grade.  Ideally this should be relocated back to original site as not likely feasible to 

reduce the grade enough at the present location. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183515 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #13 Additional Finding Photos 

Finding 183515 Additional Photo Finding 183515 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Exterior - General 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 14 

The portable public restroom is not compliant. 

If sanitary facilities are provided, they must be made accessible to persons with disabilities. If public 

restrooms are desired, It is recommended that the portable unit be replaced with a permanent built in 

compliant restroom. The utilization of an accessible portable unit may be a temporary solution and is 

not recommended as a permanent solution. 

2010 ADAS Section 213.1 

Where toilet facilities and bathing facilities are provided, they shall comply with 213.  Where toilet facilities 

and bathing facilities are provided in facilities permitted by 206.2.3 Exceptions 1 and 2 not to connect stories 

by an accessibleroute, toilet facilitiesand bathing facilities shall be provided on a story connected by an 

accessible route to an accessible entrance. 

Citation: As Built: 

2010 ADAS Section: 213.1 The public porta potty 

has a curb and is not 

on an accessible 

route. 

Recommendation: 
Replace with accessible restroom and place on accessible route. 

Barrier Priority: 
N/A 

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Auditorium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 15 

There are two closet rods, mounted at 63" and 49-1/2". the maximum height allowed is 48". 

Where a clear floor or ground space allows a parallel or front approach and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum above the finish floor or ground and 

the low side reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

CO
RECTED 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

Citation: 

R
As Built: 

2010 ADAS Section: 308.2.1, 308.3.1 The coat racks in the 

auditorium are 

mounted too high. 

Recommendation: 
Lower one of the racks to 48". 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 

Finding 183522 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Finding #15 Additional Finding Photos 

Finding 183522 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

COMP
ANT 

Auditorium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 16 

The transition strips have been found to be in substantial compliance with accessibility codes, 

standards, and regulations. They are 1/2" beveled in height. 

2011 PROWAG Section Advisory 

None 

2010 ADAS Section Advisory 

None 

Citation: 

LI
As Built: 

2011 PROWAG Section: Advisory The black rubber 

transitions between 

2010 ADAS Section: Advisory floor finishes are 

difficult to traverse in 

a wheelchair. 

Recommendation: 
When flooring is replaced in the future, consider lower profile transition strips. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183521 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

COMPLIA
NT 

Finding #16 Additional Finding Photos 

Finding 183521 Additional Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Auditorium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 17 

There is no accessible route between the performance areas to ancillary areas used by the 

performers. 

An accessible route shall be provided from performance areas to ancillary areas or facilities used by 

performers unless specifically exempted. 

2010 ADAS Section 206.2.6 

Where a circulation path directly connects a performance area to an assembly seating area, an accessible 

route shall directly connect the assembly seating area with the performance area.  An accessible route shall 

be provided from performance areas to ancillary areas or facilities used by performers unless exempted by 

206.2.3 Exceptions 1 through 7. 

Citation: As Built: 

2010 ADAS Section: 206.2.6 No access to the 

stage. 

Recommendation: 
Due to space limitations, it is infeasible to make the stage accessible. However, the stage is used for 

internal and external programs. In the future if this area is reconfigured, consider adding access to 

the stage. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183523 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/  
Powered by 

                              29 of 219 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Entry Counter 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 18 

The transaction counter is too high. 

A portion of the counter surface that is 36 inches long minimum and 36 inches high maximum above 

the finish floor shall be provided. Knee and toe space must be provided for a forward approach. A 30 

inch by 48 inch clear floor space on an accessible route must be provided for either a forward or 

parallel approach. 

2010 ADAS Section 904.4.2 

A portion of the counter surface that is 30 inches (760 mm) long minimum and 36 inches (915 mm) high 

maximum shall be provided.  Knee and toe space complying with 306 shall be provided under the counter.  A 

clear floor or ground space complying with 305 shall be positioned for a forward approach to the counter. 

CORRECTED 
2010 ADAS Section 904.4.1 

A portion of the counter surface that is 36 inches (915 mm) long minimum and 36 inches (915 mm) high 

maximum above the finish floor shall be provided.  A clear floor or ground space complying with 305 shall be 

positioned for a parallel approach adjacent to the 36 inch (915 mm) minimum length of counter. 

Citation: As Built: 

2010 ADAS Section: 904.4.2, 904.4.1 The main counter is 

43" high. 

Recommendation: 
Provide a section of counter no higher than 36". 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183533 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Gymnasium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 19 

The door exceeds the maximum recommended pressure to open the door.  Ideally doors should be 

less than 15lbs to be usable. 

The door does not open with a maximum force of 15 lbs to release a latch. If equipped with a latch, 30 

lbs to set the door in motion and 15 lbs to fully open the door. 

2010 ADAS Section 404.3 

Automatic doors and automatic gates shall comply with 404.3.  Full-powered automatic doors shall comply 

with ANSI/BHMA A156.10 (incorporated by reference, see "Referenced Standards" in Chapter 1).  Low-

energy and power-assisted doors shall comply with ANSI/BHMA A156.19 (1997 or 2002 edition) 

(incorporated by reference, see "Referenced Standards" in Chapter 1). 

COM
LIA

NT 
Citation: 

P
As Built: 

2010 ADAS Section: 404.3 The exit door between 

the storage room and 

gymnasium requires 

30 lbs of force to 

open. 

Recommendation: 
Lower tension to 15lbs. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Gymnasium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 20 

The front doors lack tactile/Braille signage, and current sign is mounted too high, at 65-1/2" to the 

bottom edge of the signs. 

The side door also lacks signage. 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The doors into the 

gymnasium do not 

have tactile signage. 

Recommendation: 
Provide tactile/Braille signage 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Gymnasium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 21 

The front gymnasium doors exceed the maximum pressure to open the door, requiring 15 lbs to 

open. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

CORRECTED 
Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The front gymnasium 

doors require more 

than 5 lbs of force to 

open. 

Recommendation: 
Adjust the doors to require only 5 lbs of force to open. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Gymnasium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 22 

The side gymnasium door exceeds the maximum pressure to open the door, requiring 23 lbs to open. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The side gymnasium 

door requires more 

than 5 lbs of force to 

open. 

Recommendation: 
Adjust the door to require only 5 lbs of force to open. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Gymnasium 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 23 

The operating hardware is not accessible because it requires tight grasping, pinching or twisting of 

the wrist to operate. 

Hand-activated hardware, handles, pulls, latches, locks, and other operating devices on accessible 

elements shall have a shape that is easy to grasp with one hand and does not require tight grasping, 

tight pinching or twisting of the wrist to operate. 

2010 ADAS Section 309.4 

Operable parts shall be operable with one hand and shall not require tight grasping, pinching, or twisting of 

the wrist.  The force required to activate operable parts shall be 5 pounds (22.2 N) maximum. 

COMPLIA
NT 

Citation: As Built: 

2010 ADAS Section: 309.4 The front doors into 

the gymnasium have 

round door knobs. 

Recommendation: 
Replace the hardware with lever-action hardware. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Office 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 24 

The operating hardware is not accessible because it requires tight grasping, pinching or twisting of 

the wrist to operate. 

Hand-activated hardware, handles, pulls, latches, locks, and other operating devices on accessible 

elements shall have a shape that is easy to grasp with one hand and does not require tight grasping, 

tight pinching or twisting of the wrist to operate. 

2010 ADAS Section 309.4 

Operable parts shall be operable with one hand and shall not require tight grasping, pinching, or twisting of 

the wrist.  The force required to activate operable parts shall be 5 pounds (22.2 N) maximum. 

Citation: As Built: 

2010 ADAS Section: 309.4 The door hardware 

into the office is a 

knob. 

Recommendation: 
Replace the hardware with lever-action hardware. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Office 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 25 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 There is not a 

tactile/Braille sign at 

the office. 

Recommendation: 
Install a tactile/Braille sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Interior Hallway 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 26 

The operating hardware is not accessible because it requires tight grasping, pinching or twisting of 

the wrist to operate. 

Hand-activated hardware, handles, pulls, latches, locks, and other operating devices on accessible 

elements shall have a shape that is easy to grasp with one hand and does not require tight grasping, 

tight pinching or twisting of the wrist to operate. 

2010 ADAS Section 309.4 

Operable parts shall be operable with one hand and shall not require tight grasping, pinching, or twisting of 

the wrist.  The force required to activate operable parts shall be 5 pounds (22.2 N) maximum. 

COMPLIA
NT 

Citation: As Built: 

2010 ADAS Section: 309.4 The door in hallway 

by office and 

restroom has a round 

knob.. 

Recommendation: 
Replace the hardware with lever-action hardware.  Currently this is kept open. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Drinking fountains 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 27 

There is only 25-1/2" of knee clearance under the drinking fountain. 

The drinking fountain must have a clear knee space between the bottom of the drinking fountain and 

the floor not less than 27 inches in height, 30 inches in width, and 8 inches in depth. 

2010 ADAS Section 602.2 

Units shall have a clear floor or ground space complying with 305 positioned for a forward approach and 

centered on the unit.  Knee and toe clearance complying with 306 shall be provided. 
 

Citation: As Built: 

2010 ADAS Section: 602.2 The drinking fountain 

is mounted too low. 

C
RECTED

Recommendation: 
Increase the mounting height of the drinking fountain. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) OR
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 28 

The door/gate operating hardware is not accessible. The door can be pushed from the 

outside/corridor side, but the knob has been removed and is difficult to open from inside the 

restroom. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

TED 

CORREC
Citation: As Built: 

2010 ADAS Section: 404.2.7 The door hardware 

has been removed. 

Recommendation: 
Install door hardware that does not require tight grasping or pinching. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 29 

The door exceeds the maximum pressure to open the door. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door requires 12 

lbs of force to open. 

Recommendation: 
Adjust the door to only require 5 lbs of force to open. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 30 

The faucet controls require twisting of the wrist. 

Faucet controls and operating mechanisms shall be operable with one hand and shall not require 

tight grasping, pinching or twisting of the wrist. The force required to activate controls shall be no 

greater than 5 lb. Lever-operated, push-type and electronically controlled mechanisms are examples 

of acceptable designs. Self-closing valves are allowed if the faucet remains open for at least 10 

seconds. 

2010 ADAS Section 606.4 

Controls for faucets shall comply with 309.  Hand-operated metering faucets shall remain open for 10 

seconds minimum. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 606.4 The controls on the 

lavatories are knobs. 

Recommendation: 
Install lavatory controls that do not requiring tight grasping or pinching. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 31 

The mirror is mounted too high. 

Mirrors must have the bottom edge of the reflecting surface a maximum of 40 inches above the floor 

if above a sink or counter. Mirrors not located above lavatories or countertops shall be installed with 

the bottom edge of the reflecting surface 35 inches maximum above the finish floor or ground. 

2010 ADAS Section 603.3 

Mirrors located above lavatories or countertops shall be installed with the bottom edge of the reflecting 

surface 40 inches (1015 mm) maximum above the finish floor or ground.  Mirrors not located above 

lavatories or countertops shall be installed with the bottom edge of the reflecting surface 35 inches (890 mm) 

maximum above the finish floor or ground. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 603.3 The bottom of the 

reflective edge of the 

mirror is mounted at 

40-1/2". 

Recommendation: 
Lower the mirror so the bottom of the reflective edge is no higher than 40". 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 32 

The paper towel dispenser's operation mechanism is too high off the floor, and the reach is too deep 

since the operating handle is on the far side of the dispenser. 

Dispensers must have all operable parts a maximum of 48 inches above the floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

CORRECTED 
2010 ADAS Section: 308.2.1 The operable part of 

the towel dispenser is 

mounted at 54-1/2", 

and requires 14" 

reach over the 

counter. 

Recommendation: 
Relocate the paper towel dispenser. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 33 

The hand dryer is mounted at 40" high, however it is blocked by a trash can. 

Either the hand dryer or the paper towel dispenser need to be accessible. 

The clear floor or ground space shall be 30 inches minimum by 48 inches minimum. 

2010 ADAS Section 305.3 

The clear floor or ground space shall be 30 inches (760 mm) minimum by 48 inches (1220 mm) minimum 

Citation: As Built: 

2010 ADAS Section: 305.3 Access to the hand 

dryer is blocked by 

the trash can. 

Recommendation: 
Move the trash can to provide access to the hand dryer. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 34 

The toilet seat cover dispenser is not accessible because it is mounted over the toilet. 

Dispensers must have operable parts a maximum of 48 inches above the floor. Toilet seat covers 

must be on an accessible route. An accessible route of travel is 36 inches wide minimum and 

provides a 30 inch by 48 inch clear floor space that allows a side or forward approach. 

2010 ADAS Section 308.1 

Reach ranges shall comply with 308. 
 

Citation: As Built: 

2010 ADAS Section: 308.1 The seat cover 

dispenser is mounted 

over the toilet at 43". C

CORRE
TED

Recommendation: 
Move the dispenser to a side wall, at least 12" above or 1-1/2" below the grab bar. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 35 

The rear grab bar is not a minimum 36 inches in length.    

Grab bars shall be installed in a horizontal position, 33 inches minimum and 36 inches maximum 

above the finish floor measured to the top of the gripping surface and the space between the grab 

bar and the top of the tank (any obstruction)  shall be 1-1/2 inches minimum. 

2010 ADAS Section 604.5.2 

The rear wall grab bar shall be 36 inches (915 mm) long minimum and extend from the centerline of the 

water closet 12 inches (305 mm) minimum on one side and 24 inches (610 mm) minimum on the other side. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 604.5.2 The accessible stall is 

not wide enough, and 

the rear grab bar is 

not long enough. 

Recommendation: 
Install a compliant grab bar. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Citation: As Built: 

2010 ADAS Section: 604.4 The toilet seat height 

is 15-1/4". 

CO
RECTED

Recommendation: 
Lower the toilet seat to the correct height by installing a different toilet seat or toilet. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

R

Finding 183543 Main Photo 

Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 36 

The toilet seat is not located within the range allowed off the floor. 

The height of accessible water closets shall be a minimum of 17 inches and a maximum of 19 inches 

measured to the top of a maximum 2-inch high toilet seat. 

2010 ADAS Section 604.4 

The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches 

(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position. 
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Finding: 37 

The toilet is not located within the range allowed from the side wall or partition. 

The centerline of the toilet must be 16 to 18 inches from the side wall. 

2010 ADAS Section 604.2 

The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the 

water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or 

partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) 

maximum from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.

CORR
CTED 

 Water closets shall be arranged for a left-hand or right-hand approach. 

Citation: 

E
As Built: 

2010 ADAS Section: 604.2 The toilet is 21" from 

the wall to the 

centerline of the 

toilet. 

Recommendation: 
Relocate the toilet to the appropriate distance from the wall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 38 

The locking/latching hardware is not accessible. 

Hand-activated door opening hardware, handles, pulls, latches, locks, and other operating devices 

on accessible doors shall have a shape that is easy to grasp with one hand and does not require 

tight grasping, tight pinching or twisting of the wrist to operate. 

2010 ADAS Section 604.8.1.2 

Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to 

the latch side of the compartment door, clearance between the door side of the compartment and any 

obstruction shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side 

wall or partition farthest from the water closet. Where located in the front partition, the door opening shall be 

4 inches (100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in 

the side wall or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The 

door shall be self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near 

the latch. Toilet compartment doors shall not swing into the minimum required compartment area. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 604.8.1.2 The door hardware 

into the accessible 

stall needs the 

latching mechanism 

replaced. 

Recommendation: 
Replace stall door. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 39 

The water closet compartment door is missing a loop handle. 

Water closet compartments must be equipped with a door that has a loop or U-shaped handle on 

both sides of the door immediately below the latch. The latch must be flip-over style, sliding or other 

hardware not requiring the user to grasp or twist. 

2010 ADAS Section 604.8.1.2 

Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to 

the latch side of the compartment door, clearance between the door side of the compartment and any 

obstruction shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side 

wall or partition farthest from the water closet. Where located in the front partition, the door opening shall be 

4 inches (100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in 

the side wall or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The 

door shall be self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near 

the latch. Toilet compartment doors shall not swing into the minimum required compartment area. 

Citation: As Built: 

2010 ADAS Section: 604.8.1.2 Accessible stall lacks 

handles. 

Recommendation: 
Add handles. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 40 

The toilet compartment is not wide enough. 

Toilet compartments must be a minimum of 60 inches in width. 

2010 ADAS Section 604.8.1.1 

Wheelchair accessible compartments shall be 60 inches (1525 mm) wide minimum measured perpendicular 

to the side wall, and 56 inches (1420 mm) deep minimum for wall hung water closets and 59 inches (1500 

mm) deep minimum for floor mounted water closets measured perpendicular to the rear wall. Wheelchair 

accessible compartments for children's use shall be 60 inches (1525 mm) wide minimum measured 

perpendicular to the side wall, and 59 inches (1500 mm) deep minimum for wall hung and floor mounted 

water closets measured perpendicular to the rear wall. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 604.8.1.1 The accessible stall is 

only 42" wide. 

Recommendation: 
Reconfigure restroom to allow for at least 60" wide accessible stall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 41 

The toilet paper is not installed within the compliant range in front of the toilet. The dispenser was 

relocated, and is now 3" in front of the toilet. 

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water 

closet measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches 

minimum and 48 inches maximum above the finish floor and shall not be located behind grab bars. 

Dispensers shall not be of a type that controls delivery or that does not allow continuous paper flow. 

There shall be a clearance of 1 1/2 inches minimum below the grab bar. 

2010 ADAS Section 604.7 

Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230 

mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the 

dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor 

and shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that 

does not allow continuous paper flow. 

Citation: As Built: 

2010 ADAS Section: 604.7 The toilet paper 

holder is not mounted 

the correct distance 

from the toilet. 

Recommendation: 
Relocate the toilet paper dispenser 7" to 9" from the front of the toilet to the midpoint of the 

dispenser. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Men's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 42 

The coat hook is installed greater than 48 inches above the finished floor. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum above 

the finished floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 
 

Citation: As Built: 

2010 ADAS Section: 308.2.1 The coat hooks is 

mounted at 66". 

Recommendation: 
Relocate the coat hook, or provide an additional coat hook, no higher than 48". 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 43 

The work surface is 36" high when engaged; it should be no higher than 34". 

The maximum high reach allowed is 48 inches; it is mounted at 56" to the pull handle. 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.3.1 The baby changing 

station is mounted 

too high. 

Recommendation: 
Relocate the baby changing station, being mindful to maintain at least 27" high knee clearance under 

the work surface. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 44 

The door/gate operating hardware is not accessible. The door can be pushed from the 

outside/corridor side, but the knob has been removed and is difficult to open from inside the 

restroom. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The door hardware 

has been removed. 

Recommendation: 
Install door hardware that does not require tight grasping or pinching. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 45 

The door exceeds the maximum pressure to open the door. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door requires 12 

lbs of force to open. 

Recommendation: 
Adjust the door to only require 5 lbs of force to open. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Finding: 46 

The faucet controls require twisting of the wrist. 

Faucet controls and operating mechanisms shall be operable with one hand and shall not require 

tight grasping, pinching or twisting of the wrist. The force required to activate controls shall be no 

greater than 5 lb. Lever-operated, push-type and electronically controlled mechanisms are examples 

of acceptable designs. Self-closing valves are allowed if the faucet remains open for at least 10 

seconds. 

2010 ADAS Section 606.4 

Controls for faucets shall comply with 309.  Hand-operated metering faucets shall remain open for 10 

seconds minimum. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 606.4 The controls on the 

lavatories are knobs. 

Recommendation: 
Install lavatory controls that do not requiring tight grasping or pinching. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 47 

The paper towel dispenser's operation mechanism is too high off the floor, and the reach is too deep 

since the operating handle is on the far side of the dispenser. 

Dispensers must have all operable parts a maximum of 48 inches above the floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

CORRECTED 
2010 ADAS Section: 308.2.1 The operable part of 

the towel dispenser is 

mounted at 52-1/2", 

and requires 14" 

reach over the 

counter. 

Recommendation: 
Relocate the paper towel dispenser. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Lat: 38.8150305000, Long: -104.8131063000 

Finding: 48 

The hand dryer is mounted at 40" high, however it is blocked by a trash can. 

Either the hand dryer or the paper towel dispenser need to be accessible. 

The clear floor or ground space shall be 30 inches minimum by 48 inches minimum. 

2010 ADAS Section 305.3 

The clear floor or ground space shall be 30 inches (760 mm) minimum by 48 inches (1220 mm) minimum 

Citation: As Built: 

2010 ADAS Section: 305.3 Access to the hand 

dryer is blocked by 

the trash can. 

Recommendation: 
Move the trash can to provide access to the hand dryer. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 49 

The work surface is 37" high when engaged; it should be no higher than 34". 

The maximum high reach allowed is 48 inches; it is mounted at 53" to the pull handle. 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.3.1 The baby changing 

station is mounted 

too high. 

Recommendation: 
Relocate the baby changing station, being mindful to maintain at least 27" high knee clearance under 

the work surface. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 50 

The rear grab bar is not a minimum 36 inches in length.    

Grab bars shall be installed in a horizontal position, 33 inches minimum and 36 inches maximum 

above the finish floor measured to the top of the gripping surface and the space between the grab 

bar and the top of the tank (any obstruction)  shall be 1-1/2 inches minimum. 

2010 ADAS Section 604.5.2 

The rear wall grab bar shall be 36 inches (915 mm) long minimum and extend from the centerline of the 

water closet 12 inches (305 mm) minimum on one side and 24 inches (610 mm) minimum on the other side. 

CORR
CTED 

Citation: 

E
As Built: 

2010 ADAS Section: 604.5.2 The accessible stall is 

not wide enough, and 

the rear grab bar is 

not long enough. 

Recommendation: 
Install a compliant grab bar. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Citation: As Built: 

2010 ADAS Section: 604.4 The toilet seat height 

is 19-1/2". 

CO
RECTED

Recommendation: 
Lower the toilet to the correct height. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

R

Finding 183557 Main Photo 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 51 

The toilet seat is not located within the range allowed off the floor. 

The height of accessible water closets shall be a minimum of 17 inches and a maximum of 19 inches 

measured to the top of a maximum 2-inch high toilet seat. 

2010 ADAS Section 604.4 

The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches 

(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position. 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 52 

The flush handle is located on the wrong side of the toilet. 

Controls shall be operable with one hand and shall not require tight grasping, pinching or twisting. 

Controls for the flush valves shall be mounted on the wide side of toilet areas, no more than 48 

inches above the floor. 

2010 ADAS Section 604.6 

Flush controls shall be hand operated or automatic.  Hand operated flush controls shall comply with 309. 

Flush controls shall be located on the open side of the water closet except in ambulatory accessible 

compartments complying with 604.8.2. 

Citation: As Built: 

2010 ADAS Section: 604.6 The flush handle is on 

the wrong side of the 

toilet. 

Recommendation: 
Replace the toilet tank so the flush handle is on the open side of the toilet. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183564 Main Photo 
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Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 53 

The toilet is not located within the range allowed from the side wall or partition. 

The centerline of the toilet must be 16 to 18 inches from the side wall. 

2010 ADAS Section 604.2 

The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the 

water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or 

partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) 

maximum from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.

CORR
CTED 

 Water closets shall be arranged for a left-hand or right-hand approach. 

Citation: 

E
As Built: 

2010 ADAS Section: 604.2 The toilet is 21" from 

the wall to the 

centerline of the 

toilet. 

Recommendation: 
Relocate the toilet to the appropriate distance from the wall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183558 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 54 

The compartment door is not self closing. 

The water closet compartment shall be equipped with a door that has an automatic-closing device. 

2010 ADAS Section 604.8.1.2 

Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to 

the latch side of the compartment door, clearance between the door side of the compartment and any 

obstruction shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side 

wall or partition farthest from the water closet. Where located in the front partition, the door opening shall be 

4 inches (100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in 

the side wall or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The 

door shall be self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near 

the latch. Toilet compartment doors shall not swing into the minimum required compartment area. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 604.8.1.2 The door on the 

accessible stall 

doesn't self-close. 

Recommendation: 
Replace stall hardware.  Price in above. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 55 

The water closet compartment door is missing a loop handle. 

Water closet compartments must be equipped with a door that has a loop or U-shaped handle on 

both sides of the door immediately below the latch. The latch must be flip-over style, sliding or other 

hardware not requiring the user to grasp or twist. 

2010 ADAS Section 604.8.1.2 

Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to 

the latch side of the compartment door, clearance between the door side of the compartment and any 

obstruction shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side 

wall or partition farthest from the water closet. Where located in the front partition, the door opening shall be 

4 inches (100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in 

the side wall or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The 

door shall be self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near 

the latch. Toilet compartment doors shall not swing into the minimum required compartment area. 

Citation: As Built: 

2010 ADAS Section: 604.8.1.2 Accessible stall lacks 

handles. 

Recommendation: 
Add handles. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 185228 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 56 

The locking/latching hardware is not accessible. 

Hand-activated door opening hardware, handles, pulls, latches, locks, and other operating devices 

on accessible doors shall have a shape that is easy to grasp with one hand and does not require 

tight grasping, tight pinching or twisting of the wrist to operate. 

2010 ADAS Section 604.8.1.2 

Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to 

the latch side of the compartment door, clearance between the door side of the compartment and any 

obstruction shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side 

wall or partition farthest from the water closet. Where located in the front partition, the door opening shall be 

4 inches (100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in 

the side wall or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The 

door shall be self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near 

the latch. Toilet compartment doors shall not swing into the minimum required compartment area. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 604.8.1.2 The door hardware 

into the accessible 

stall needs the 

latching mechanism 

replaced. 

Recommendation: 
Replace door hardware. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183559 Main Photo 
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Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 57 

The maneuvering space on the pull side of the door or gate does not adequately extend beyond the 

latch side of the door. 

Maneuvering space for doors or gates on the pull side with a front approach must be flat (2% max. 

slope in any direction) for a minimum distance of 60 inches in the direction of travel. The width of the 

maneuvering space must be as wide as the door or gate plus an additional 18 inches on the latch 

side. This latch side clearance must also be flat (2% max. slope in any direction) and clear of 

obstructions. 

2010 ADAS Section 404.2.4.1 

Swinging doors and gates shall have maneuvering clearances complying with Table 404.2.4.1. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 404.2.4.1 The door on the 

accessible lacks 

maneuvering 

clearance. 

Recommendation: 
Reconfigure the stall to allow for proper approach. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183560 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 58 

The toilet compartment is not wide enough. 

Toilet compartments must be a minimum of 60 inches in width. 

2010 ADAS Section 604.8.1.1 

Wheelchair accessible compartments shall be 60 inches (1525 mm) wide minimum measured perpendicular 

to the side wall, and 56 inches (1420 mm) deep minimum for wall hung water closets and 59 inches (1500 

mm) deep minimum for floor mounted water closets measured perpendicular to the rear wall. Wheelchair 

accessible compartments for children's use shall be 60 inches (1525 mm) wide minimum measured 

perpendicular to the side wall, and 59 inches (1500 mm) deep minimum for wall hung and floor mounted 

water closets measured perpendicular to the rear wall. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 604.8.1.1 The accessible stall is 

only 42" wide. 

Recommendation: 
Reconfigure restroom to allow for at least 60" wide accessible stall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183561 Main Photo 
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Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 59 

The feminine hygiene product dispenser is not accessible because there is not adequate clear floor 

space for either a forward or side approach. The controls are at 50"; they should be at 48" maximum. 

The clear floor or ground space shall be 30 inches minimum by 48 inches minimum. The trashcan 

interferes with the side approach. 

In addition the dispenser controls require tight grasping or pinching to operate. 

2010 ADAS Section 305.3 

The clear floor or ground space shall be 30 inches (760 mm) minimum by 48 inches (1220 mm) minimum 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 305.3 Feminine hygiene 

product dispenser is 

not compliant. 

Recommendation: 
Relocate the dispenser to the appropriate height, relocate the trash can. Also consider different 

hardware. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183562 Main Photo 
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Citation: As Built: 

2010 ADAS Section: 308.2.1 The coat hooks is 

mounted at 66". 

CO
RECTED

Recommendation: 
Relocate the coat hook, or provide an additional coat hook, no higher than 48". 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

R

Finding 183563 Main Photo 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 60 

The coat hook is installed greater than 48 inches above the finished floor. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum above 

the finished floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRECTED 

Women's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 61 

The work surface is 37" high when engaged; it should be no higher than 34". 

The maximum high reach allowed is 48 inches; it is mounted at 53" to the pull handle. 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.3.1 The baby changing 

station is mounted 

too high. 

Recommendation: 
Relocate the baby changing station, being mindful to maintain at least 27" high knee clearance under 

the work surface. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Corridor 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 62 

The building directory has been found to be in substantial compliance with accessibility codes, 

standards, and regulations. 

It does not need tactile/Braille lettering. However, the sign should be mounted with the bottom edge 

about 40" above the floor. The characters should be at least 5/8" tall. 

The main issue is the directory is out of date. The names and room names need to be updated. 

2011 PROWAG Section Advisory 

None 

2010 ADAS Section Advisory 

None 

Citation: As Built: 

2011 PROWAG Section: Advisory The building directory 

needs updated as it 

2010 ADAS Section: Advisory isn't current. 

Recommendation: 
Update the building directory.  There are approximately 20-25 signs which need to be corrected to 

add right descriptive use and Braille/Tactile. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183565 Main Photo 
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Corridor 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 63 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The hardware on the 

door into the corridor 

on the right side of 

the building is not 

compliant. 

Recommendation: 
Replace the knob with lever-type hardware. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183566 Main Photo 
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Corridor 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 64 

The door exceeds the maximum pressure to open the door. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The hardware on the 

door into the corridor 

on the right side of 

the building is not 

compliant. 

Recommendation: 
Reduce opening force to under 5lbs. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Conference Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 65 

The door exceeds the maximum pressure to open the door, requiring 10 lbs of force. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door into the 

corridor on the right 

side of the building 

requires more than 5 

lbs of pressure to 

open. 

Recommendation: 
Adjust the door to require less opening force. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183567 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Conference Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 66 

Door lacks proper signage, wrong name and lacks tactile/Braille 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The signage at the 

conference room 

missing tactile/Braille. 

Recommendation: 
Install proper sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183568 Main Photo 
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Conference Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 67 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The hardware on the 

door into the 

conference room is 

not compliant. 

Recommendation: 
Replace the hardware with lever-type hardware. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183569 Main Photo 
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Conference Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 68 

The door opening contains projections into the required clear space. 

Door openings shall provide a clear width of 32 inches minimum. There shall be no projections into 

the required clear opening width lower than 34 inches above the finish floor or ground. Projections 

into the clear opening width between 34 inches and 80 inches above the finish floor or ground shall 

not exceed 4 inches 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door stop 

interferes with foot 

clearance. 

Recommendation: 
Remove the door stop. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Conference Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 69 

The knee clearance not compliant. 

The knee clearance shall be 11 inches deep minimum at 9 inches above the finish floor or ground, 

and 8 inches deep minimum at 27 inches above the finish floor or ground and 30 inches wide 

minimum. 

2010 ADAS Section 306.3.3 

Where knee clearance is required under an element as part of a clear floor space, the knee clearance shall 

be 11 inches (280 mm) deep minimum at 9 inches (230 mm) above the finish floor or ground, and 8 inches 

(205 mm) deep minimum at 27 inches (685 mm) above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 306.3.3 The table in the 

conference only has 

26" knee clearance. 

Recommendation: 
Replace with a taller table, or modify the existing table, to provide 27" clear knee space. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Cheyenne Game Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 70 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The signage at the 

Cheyenne game room 

is not compliant. 

Recommendation: 
Replace with proper room identification sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Cheyenne Game Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 71 

Floor and ground surfaces shall be stable, firm, and slip resistant. There is a 12" x 8" x 1/2" deep 

divot in the floor. 

2010 ADAS Section 302.1 

Floor and ground surfaces shall be stable, firm, and slip resistant and shall comply with 302. 

2010 ADAS Section 302 

Floor or Ground Surfaces 

Citation: As Built: 

2010 ADAS Section: 302.1, 302 A section of the floor 

tile is damaged and 

needs replaced. 

Recommendation: 
Replace damaged tiles. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183573 Main Photo 

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

CORRE
TED 

Cheyenne Game Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 72 

The receptacles have been found to be in substantial compliance with accessibility codes, 

standards, and regulations. However, at least one of the electrical receptacles is missing a cover 

plate, posing a life safety hazard. 

2011 PROWAG Section Advisory 

None 

2010 ADAS Section Advisory 

None 

Citation: As Built: 

2011 PROWAG Section: Advisory An electrical 

receptacle is missing 

2010 ADAS Section: Advisory its cover plate. 
C

Recommendation: 
Install a cover plate on the receptacle. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Citation: As Built: 

 PROWAG Section: Advisory There is not adequate 

aisles around the 

 ADAS Section: Advisory game equipment. 

CO
RECTED 

ommendation: 
ure aisles are provided around game elements. 

rier Priority: 
mportant): Should be completed as soon as possible. (Includes findings that would remove 

iers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding 183575 Additional Photo Finding 183575 Additional Photo 

CORRECTED 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 74 

The force required to operate the door hardware exceeds the maximum and requires 10 lbs of force. 

The force required to activate operable parts is 5 pounds maximum. 

2010 ADAS Section 309.4 

Operable parts shall be operable with one hand and shall not require tight grasping, pinching, or twisting of 

the wrist.  The force required to activate operable parts shall be 5 pounds (22.2 N) maximum. 

Citation: As Built: 

2010 ADAS Section: 309.4 Door from kitchen 

into hallway exceeds 

5 lbs of force. 

Recommendation: 
Adjust the door closer. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #74 Additional Finding Photos 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 75 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door opening is 

only 30". 

Recommendation: 
Do nothing at this time - it is not feasible to fix this and the kitchen area it leads too is also to 

constricted. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Finding #75 Additional Finding Photos 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 76 

The paper towel dispenser's operation mechanism is too high off the floor. 

Dispensers must have all operable parts a maximum of 48 inches above the floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.2.1 The paper towel 

dispenser is mounted 

at 55" to the bottom 

of the dispenser. 

Recommendation: 
Lower towel dispenser to 48". 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 77 

The pass through kitchen is not wide enough, as there is only 31" clear between the kitchen counter 

and the wall. At least 36" clear width should be provided. It may reduce to 32" clear for a maximum 

24" distance. 

In pass through kitchens where counters, appliances or cabinets are on two opposing sides, or 

where counters, appliances or cabinets are opposite a parallel wall, clearance between all opposing 

base cabinets, counter tops, appliances, or walls within kitchen work areas shall be 40 inches 

minimum. Pass through kitchens shall have two entries. 

2010 ADAS Section 804.2.1 

In pass through kitchens where counters, appliances or cabinets are on two opposing sides, or where 

counters, appliances or cabinets are opposite a parallel wall, clearance between all opposing base cabinets, 

counter tops, appliances, or walls within kitchen work areas shall be 40 inches (1015 mm) minimum.  Pass 

through kitchens shall have two entries. 

Citation: As Built: 

2010 ADAS Section: 804.2.1 The clear width 

between the kitchen 

counter and the wall 

is not adequate. 

Recommendation: 
Consider rearranging the kitchen, if feasible,  to provide proper access. If this kitchen is only used by 

staff it may not need to be accessible. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 

Finding 183581 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 78 

The work surface is too high. 

The tops of work surfaces provided for public use or common use shall be 28 inches minimum and 

34 inches maximum above the finish floor or ground. 

2010 ADAS Section 902.3 

The tops of dining surfaces and work surfaces shall be 28 inches (710 mm) minimum and 34 inches (865 

mm) maximum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 902.3 The counter in the 

kitchen is 36" for the 

entire length. 

Recommendation: 
Consider providing a work surface at least 36" in length at maximum 34" high. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Kitchen 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 79 

The door opening contains projections into the required clear space. 

Door openings shall provide a clear width of 32 inches minimum. There shall be no projections into 

the required clear opening width lower than 34 inches above the finish floor or ground. Projections 

into the clear opening width between 34 inches and 80 inches above the finish floor or ground shall 

not exceed 4 inches 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door into the 

kitchen only provides 

21" clear width. 

Recommendation: 
Consider rearranging the kitchen, if feasible,  to provide required clear width, especially if it is 

intended to be used by the public. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Mt. Werner Room/ Staff Lounge 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 80 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The signage needs 

updated. 

Recommendation: 
Update / obtain proper room identification sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183584 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Mt. Werner Room/ Staff Lounge 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 81 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The door hardware 

into this room is a 

knob. 

Recommendation: 
Replace with lever-style hardware.  However, if an office this could stay the same. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

WIC Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 82 

Compliant room identification signs are missing on the strike side of the door.  Current sign also 

misidentifies the space. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The sign at the door 

between the WIC 

room and computer 

room should be 

removed. 

Recommendation: 
Update and obtain proper space identification sign. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

WIC Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 83 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The door hardware 

into this room is a 

knob. 

Recommendation: 
Replace with lever-style hardware.  However, if an office this could stay the same. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

City of Colorado Springs 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Homework Room (former computer room) 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 84 

The door/gate operating hardware is not accessible as it is a knob. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The hardware on the 

door into the 

computer room is not 

compliant. 

Recommendation: 
Replace the hardware with lever-type hardware. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183587 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Homework Room (former computer room) 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 85 

Compliant room identification signs are missing on the strike side of the door.  The current sign is 

also out of date. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 The sign into the 

computer room needs 

updated and is 

missing Braille/tactile 

features. 

Recommendation: 
Update and obtain proper room identification sign. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183588 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Homework Room (former computer room) 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 86 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door only 

provides 29" clear 

between door and 

door jamb. 

Recommendation: 
Reconfigure to provide the required door width. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183589 Main Photo 
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Lat: 38.8150305000, Long: -104.8131063000 

Finding: 87 

The chalkboard has been found to be in substantial compliance with accessibility codes, standards, 

and regulations. However, the chalk tray is at 45". 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum and the low side reach shall be 15 

inches minimum above the finish floor or ground. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum and the 

low forward reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.1 

Reach ranges shall comply with 308. 

COMPLIA
NT 

Citation: As Built: 

2010 ADAS Section: 308.1 The chalkboard is 45" 

to the chalk tray 

Recommendation: 
Consider lowering the chalkboard so the chalk tray is mounted at 40". 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Art Room (former Corona Cafe) 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 88 

The door exceeds the maximum pressure to open the door, requiring 10 lbs of force to open. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 Door into Corona 

room exceeds 

allowable force. 

Recommendation: 
Adjust door hardware to allowable pressure. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183591 Main Photo 
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Finding: 89 

There are no accessible tables. 

At least 5% of each type in each functional area of dining surfaces must be accessible and must be 

dispersed throughout the space or facility containing dining surfaces. An accessible table must be 

on an accessible route (36 inches minimum) and have knee and toe spaces at least 27 inches high, 

30 inches wide and 19 inches deep. The tops of tables and counters shall be 28 inches to 34 inches 

from the floor or ground. 

2010 ADAS Section 226.1 

Where dining surfaces are provided for the consumption of food or drink, at least 5 percent of the seating 

spaces and standing spaces at the dining surfaces shall comply with 902.  In addition, where work surfaces 

are provided for use by other than employees, at least 5 percent shall comply with 902. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 226.1 The table tops are too 

high. 

Recommendation: 
Provide at least one table at accessible height. 

(Use has changed and this now is an art room) 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183593 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Art Room (former Corona Cafe) 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 90 

The self serve coffee is not positioned correctly for either a side or front approach.  Technically, the 

surface is under 48" so it could be compliant.  Elements on the surface could be out of range. 

Where a clear floor or ground space allows a parallel or front approach and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum above the finish floor or ground and 

the low side reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

CORRECTED 
2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.2.1, 308.3.1 The coffee counter is 

at 47-1/2". 

Recommendation: 
We need to be ready, willing and able to assist if needed as items could be out of reach range. 

Ideally this should be lowered 2" if feasible. 

Taken out - now an art room. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183594 Main Photo 
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Montrose Art Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 91 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The hardware on the 

door into the 

Montrose Art Room is 

a knob. 

Recommendation: 
Replace the door hardware with lever-type hardware. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Montrose Art Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 92 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door into the 

Montrose Art Room 

only provides 29" 

clear width. 

Recommendation: 
Consider installing wider door, to provide minimum 32" clear width. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183597 Main Photo 
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CORRECTED

Montrose Art Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 93 

The hardware on the door between the Montrose Art Room and the Cafe has a loose handle. 

Now a connection between art rooms. 

2011 PROWAG Section Advisory 

None 

2010 ADAS Section Advisory 

 
None 

Citation: As Built: 

2011 PROWAG Section: Advisory Door hardware needs 

adjustment. 

2010 ADAS Section: Advisory 

Recommendation: 
Tighten/adjust the door handle. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 

Finding 183598 Main Photo 
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Montrose Art Room 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 94 

There is not enough knee clearance under the drinking fountain, as it is mounted at 26-1/4". 

The drinking fountain must have a clear knee space between the bottom of the drinking fountain and 

the floor not less than 27 inches in height, 30 inches in width, and 8 inches in depth. 

Currently this is broke and out of order. 

2010 ADAS Section 602.2 

Units shall have a clear floor or ground space complying with 305 positioned for a forward approach and 

centered on the unit.  Knee and toe clearance complying with 306 shall be provided. 

COM
LIA

NT 
Citation: 

P
As Built: 

2010 ADAS Section: 602.2 The drinking fountain 

between the game 

room and Montrose 

Art room is mounted 

too low. 

Recommendation: 
Replace the drinking fountain with a bottle filler and put to right height. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 95 

The route of travel at this location does not provide a minimum width of 36 inches. 

The clear width shall be permitted to be reduced to 32 inches minimum for a length of 24 inches 

maximum provided that reduced width segments are separated by segments that are 48 inches long 

minimum and 36 inches wide minimum. 

2010 ADAS Section 403.5.1 

Except as provided in 403.5.2 and 403.5.3, the clear width of walking surfaces shall be 36 inches (915 mm) 

minimum. 

CORR
CTED 

Citation: 

E
As Built: 

2010 ADAS Section: 403.5.1 The approach to the 

accessible stall is 

only 30" wide for a 

distance of 36". 

Recommendation: 
Reconfigure restroom to provide required width. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183600 Main Photo 
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Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 96 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

C
RRECTED 

Citation: 

O
As Built: 

2010 ADAS Section: 404.2.3 The door into the 

unisex restroom only 

provides 21" clear 

width. 

Recommendation: 
Consider installing wider door to provide 32" clear width. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183601 Main Photo 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 97 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The door hardware 

into the unisex 

restroom is a knob. 

Recommendation: 
Replace door hardware with lever-type hardware 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183602 Main Photo 
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Finding 183603 Main Photo 

CORRECTED 

Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 98 

The lavatory is not accessible because there is not adequate clear floor space for an approach. 

The clear floor or ground space shall be 30 inches minimum by 48 inches minimum. 

2010 ADAS Section 305.3 

The clear floor or ground space shall be 30 inches (760 mm) minimum by 48 inches (1220 mm) minimum 

Citation: As Built: 

2010 ADAS Section: 305.3 Lavatory does not 

have unobstructed 

30"x48" space. 

Recommendation: 
Reconfigure restroom to provide required clearance. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 99 

The faucet controls require twisting of the wrist. 

Faucet controls and operating mechanisms shall be operable with one hand and shall not require 

tight grasping, pinching or twisting of the wrist. The force required to activate controls shall be no 

greater than 5 lb. Lever-operated, push-type and electronically controlled mechanisms are examples 

of acceptable designs. Self-closing valves are allowed if the faucet remains open for at least 10 

seconds. 

2010 ADAS Section 606.4 

Controls for faucets shall comply with 309.  Hand-operated metering faucets shall remain open for 10 

seconds minimum. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 606.4 Lavatory controls are 

knobs. 

Recommendation: 
Replace lavatory controls with hardware that doesn't require tight grasping or pinching to operate. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding 183605 Main Photo 

CORRECTED 

Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 100 

The soap dispenser and hand dryer are not accessible because there is not adequate clear floor 

space for either a forward or side approach. 

The clear floor or ground space shall be 30 inches minimum by 48 inches minimum. 

2010 ADAS Section 305.3 

The clear floor or ground space shall be 30 inches (760 mm) minimum by 48 inches (1220 mm) minimum 

Citation: As Built: 

2010 ADAS Section: 305.3 Reach ranges not 

provided to 

accessories. 

Recommendation: 
Relocate the soap dispenser and hand dryer and/or install a sink with adequate knee space. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 101 

The mirror is mounted too high. It measures 41-1/2" to the bottom of the reflective edge. 

Mirrors must have the bottom edge of the reflecting surface a maximum of 40 inches above the floor 

if above a sink or counter. Mirrors not located above lavatories or countertops shall be installed with 

the bottom edge of the reflecting surface 35 inches maximum above the finish floor or ground. 

2010 ADAS Section 603.2 

Clearances shall comply with 603.2. 

Citation: As Built: 

2010 ADAS Section: 603.2 The mirror is mounted 

too high. 

Recommendation: 
Reinstall the mirror at a lower height. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183606 Main Photo 
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CO

Finding 183607 Main Photo 

Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 102 

The toilet seat is not located within the range allowed off the floor. 

The height of accessible water closets shall be a minimum of 17 inches and a maximum of 19 inches 

measured to the top of a maximum 2-inch high toilet seat. 

2010 ADAS Section 604.4 

The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches 

(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position. 

Citation: As Built: 

2010 ADAS Section: 604.4 

RECTED 
The toilet seat is 

15-1/2". 

Recommendation: 
Reinstall the toilet at the proper height. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

R
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Unisex Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 103 

The toilet is not located within the range allowed from the side wall or partition. 

The centerline of the toilet must be 16 to 18 inches from the side wall. 

2010 ADAS Section 604.2 

The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the 

water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or 

partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) 

maximum from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.

CORR
CTED 

 Water closets shall be arranged for a left-hand or right-hand approach. 

Citation: 

E
As Built: 

2010 ADAS Section: 604.2 The toilet is 21" from 

the wall to the 

centerline of the 

toilet. 

Recommendation: 
Reinstall the toilet closer to the wall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 104 

Accessible toilets must have grab bars installed. 

The side grab bar must extend at least 54 inches minimum beyond the rear wall and start a maximum 

of 12 inches from the rear wall. 

The rear grab bar must be a minimum of 36 inches long and extend from the centerline of the toilet 

12 inches minimum on one side and 24 inches minimum on the other side. 

Grab bars shall be installed in a horizontal position, 33 inches minimum and 36 inches maximum 

above the finish floor measured to the top of the gripping surface. 

CORRECTED 
2010 ADAS Section 604.5 

Grab bars for water closets shall comply with 609.  Grab bars shall be provided on the side wall closest to 

the water closet and on the rear wall. 

Citation: As Built: 

2010 ADAS Section: 604.5 The rear and side wall 

grab bars are 

missing. 

Recommendation: 
Install grab bars. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 105 

The toilet paper is not installed within the compliant range in front of the toilet. 

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water 

closet measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches 

minimum and 48 inches maximum above the finish floor and shall not be located behind grab bars. 

Dispensers shall not be of a type that controls delivery or that does not allow continuous paper flow. 

There shall be a clearance of 1 1/2 inches minimum below the grab bar. 

2010 ADAS Section 604.7 

Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230 

mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the 

dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor 

and shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that 

does not allow continuous paper flow. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 604.7 The toilet paper 

holder is not mounted 

the correct distance 

from the toilet. 

Recommendation: 
Relocate the toilet paper dispenser the appropriate distance from the toilet. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 106 

The feminine hygiene disposal box is too low and too far back out of the maximum reach range for a 

side approach. 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the low side reach shall be 15 inches minimum to the finished floor. 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

CORRECTED 
Citation: As Built: 

2010 ADAS Section: 308.3.1 The feminine hygiene 

disposal box is not 

installed correctly. 

Recommendation: 
Reinstall the disposal box in the correct location. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 107 

The baby changing table operating mechanism is outside reach range, and is mounted with the 

handle at 64". 

The maximum high reach allowed is 48 inches. 

In addition, the work surface is 38". It should be maximum 34", with at least 27" clear knee space 

underneath. 

2010 ADAS Section 308.3.1 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15 

inches (380 mm) minimum above the finish floor or ground. 

CORRECTED 

Citation: As Built: 

2010 ADAS Section: 308.3.1 The baby changing 

station is mounted 

too high. 

Recommendation: 
Reinstall the baby changing station at the appropriate height. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Finding: 108 

The accessible route of travel contains cross slopes greater than 2%, varying between 2% up to 

11.3%. 

Surface cross slopes shall not exceed 1 unit vertical in 48 units horizontal (2-percent slope).  When 

the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent 

slope), it must be constructed as ramp. 

2010 ADAS Section 206.2.4 

At least one accessible route shall connect accessible building or facility entrances with all accessible spaces 

and elements within the building or facility which are otherwise connected by a circulation path unless 

exempted by 206.2.3 Exceptions 1 through 7. 

CORRECTED 
2010 ADAS Section 403.3 

The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces 

shall not be steeper than 1:48. 

Citation: As Built: 

2010 ADAS Section: 206.2.4, 403.3 The main entrance to 

the preschool has 

noncompliant cross 

slopes. 

Recommendation: 
Partial concrete pour to provide appropriate cross slope. 

Edge of approach will require edge protection and a hand rail. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Preschool Area 
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Finding: 109 

The door button is positioned too high for either a side or front approach. 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum and the low side reach shall be 15 

inches minimum above the finish floor or ground. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum and the 

low forward reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.1 

Reach ranges shall comply with 308. 

Citation: As Built: 

2010 ADAS Section: 308.1 The door button to 

enter the preschool 

area is mounted at 

51" 

Recommendation: 
Lower the button to maximum 48". 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Preschool Area 
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Finding: 110 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 Button to enter 

preschool area lacks 

signage. 

Recommendation: 
Provide signage indicating the door button is for entering the preschool area. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Preschool Area 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 111 

The door exceeds the maximum pressure to open the door, requiring 24 lbs of force. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door into the 

preschool area 

requires 24 lbs of 

force to open. 

Recommendation: 
Adjust the door hardware. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Preschool Area 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 112 

The accessible route of travel contains cross slopes greater than 2%. At the wall the CS is 11.3%, 56” 

from wall is goes down to 5% and in another 28” it goes down to level at 2% (84” total of CS). 

Surface cross slopes shall not exceed 1 unit vertical in 48 units horizontal (2-percent slope).  When 

the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent 

slope), it must be constructed as ramp. 

2010 ADAS Section 206.2.4 

At least one accessible route shall connect accessible building or facility entrances with all accessible spaces 

and elements within the building or facility which are otherwise connected by a circulation path unless 

exempted by 206.2.3 Exceptions 1 through 7. 

CORRECTED 
2010 ADAS Section 403.3 

The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces 

shall not be steeper than 1:48. 

Citation: As Built: 

2010 ADAS Section: 206.2.4, 403.3 Library area is not 

accessible. 

Recommendation: 
Either re-pour area or re-position the books/library and tables. 

Library shelves have been removed as of April 2019. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Finding: 113 

The accessible route of travel contains cross slopes greater than 2%.  The carpeted hallway has 

running slopes in the 2-3% with cross slopes as high as 4.5%. 

Surface cross slopes shall not exceed 1 unit vertical in 48 units horizontal (2-percent slope).  When 

the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent 

slope), it must be constructed as ramp. 

2010 ADAS Section 206.2.4 

At least one accessible route shall connect accessible building or facility entrances with all accessible spaces 

and elements within the building or facility which are otherwise connected by a circulation path unless 

exempted by 206.2.3 Exceptions 1 through 7. 

2010 ADAS Section 403.3 

The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces 

shall not be steeper than 1:48. 

Citation: As Built: 

2010 ADAS Section: 206.2.4, 403.3 The corridor past the 

door has slopes and 

cross slopes 

exceeding the 

standard. 

Recommendation: 
Not sure how to fix this.  Explore making this right to the maximum extent feasible. 

Shelves have been removed as of April 2019. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Finding: 114 

The check-out book for the library is positioned too high for either a side or front approach, and is 

located at 53" high with a reach depth of 13". 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum and the low side reach shall be 15 

inches minimum above the finish floor or ground. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum and the 

low forward reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.1 

Reach ranges shall comply with 308. 

ED 

CORRECT
Citation: As Built: 

2010 ADAS Section: 308.1 The check-out book 

for the library area is 

at 58". 

Recommendation: 
Relocate the check-out book to a maximum height of 46". 

Book shelves have been removed as of April 2019. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Finding: 115 

Compliant room identification signs are missing on the strike side of the door. 

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and 

the characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 

5/8 inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format 

and shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile 

characters; flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space 

between cells, measured from the second column of dots in the first cell to the first column of dots in 

the second cell. Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall 

be domed or rounded. Signs with raised characters or Braille shall be located 48 inches minimum 

above the finish floor or ground surface, measured from the baseline of the lowest tactile character 

and 60 inches maximum above the finish floor or ground surface, measured from the baseline of the 

highest tactile character. 

2010 ADAS Section 216.2 

Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 

703.5.  Where pictograms are provided as designations of permanent interior rooms and spaces, the 

pictograms shall comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5. 

Citation: As Built: 

2010 ADAS Section: 216.2 No signage is 

provided for the 

kitchen area in the 

preschool. 

Recommendation: 
Provide tactile/Braille signage indicating the kitchen area in the preschool. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Preschool Area 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 116 

The door exceeds the maximum recommended pressure to open the door. 

The door does not open with a maximum force of 15 lbs to release a latch. If equipped with a latch, 30 

lbs to set the door in motion and 15 lbs to fully open the door. 

2010 ADAS Section 404.3 

Automatic doors and automatic gates shall comply with 404.3.  Full-powered automatic doors shall comply 

with ANSI/BHMA A156.10 (incorporated by reference, see "Referenced Standards" in Chapter 1).  Low-

energy and power-assisted doors shall comply with ANSI/BHMA A156.19 (1997 or 2002 edition) 

(incorporated by reference, see "Referenced Standards" in Chapter 1). 
T 

COMPLIA
N

Citation: As Built: 

2010 ADAS Section: 404.3 The exterior door 

requires 17 lbs of 

pressure to open. 

Recommendation: 
Lower pressure to 15lbs or less. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Finding: 117 

The threshold is greater than 1/2 inch high. 

The threshold at a doorway shall be no higher than 1/2 inch. Changes in level between 1/4 inch and 

1/2 inch must be beveled at 1:2 or less. I/4 inch is the maximum vertical rise. 

2010 ADAS Section 404.2.5 

Thresholds, if provided at doorways, shall be 1/2 inch (13 mm) high maximum.  Raised thresholds and 

changes in level at doorways shall comply with 302 and 303. 

Citation: As Built: 

2010 ADAS Section: 404.2.5 The door threshold 

has 1-1/4" due to the 

built-up ramp. 

Recommendation: 
Reconstruct the curb ramp to provide a compliant threshold. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183647 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/                              187 of 219 
Powered by 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #117 Additional Finding Photos 

Finding 183647 Additional Photo 

https://coloradosprings.gov/                              188 of 219 
Powered by 

City of Colorado Springs 

(719) 385 - 5175 



Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 
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Lat: 38.8150305000, Long: -104.8131063000 

Finding: 118 

The door does not have a compliant landing.  Further, the side flare is too steep (exceeds 10%).  If 

side flare over 10% railing is required. 

Landings for doors on the pull side with a latch approach must be flat (2% max. slope in any 

direction) for a minimum distance of 48 inches in the direction of travel. The width of the landing 

must be as wide as the door plus an additional 24 inches on the latch side. This latch side clearance 

must also be flat (2% max. slope in any direction) and clear of obstructions. 

2010 ADAS Section 404.2.4.1 

Swinging doors and gates shall have maneuvering clearances complying with Table 404.2.4.1. 

Citation: As Built: 

2010 ADAS Section: 404.2.4.1 The curb ramp does 

not provide wide 

enough landing. 

Recommendation: 
Reconstruct the ramp to provide proper landing. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Preschool Area 
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Finding: 119 

The door exceeds the maximum recommended pressure to open the door. 

Exterior doors shall have a maximum opening force of 15 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The exterior door 

requires 18 lbs of 

pressure to open. 

Recommendation: 
Adjust hardware to require only 15 lbs of pressure. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183649 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/                              190 of 219 
Powered by 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 
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Finding: 120 

The door does not have a compliant landing and should be widened at least 8" to provide proper 

width.  Further, the bottom of the ramp has a 1/2" lip. 

Landings for doors on the pull side with a latch approach must be flat (2% max. slope in any 

direction) for a minimum distance of 48 inches in the direction of travel. The width of the landing 

must be as wide as the door plus an additional 24 inches on the latch side. This latch side clearance 

must also be flat (2% max. slope in any direction) and clear of obstructions. 

2010 ADAS Section 404.2.4.1 

Swinging doors and gates shall have maneuvering clearances complying with Table 404.2.4.1. 

Citation: As Built: 

2010 ADAS Section: 404.2.4.1 The built-up ramp is 

not wide enough. 

Recommendation: 
Reconstruct ramp and make wider. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 

Finding 183650 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/                              191 of 219 
Powered by 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #120 Additional Finding Photos 

Finding 183650 Additional Photo 

https://coloradosprings.gov/                              192 of 219 
Powered by 

City of Colorado Springs 

(719) 385 - 5175 



Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool Area 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 121 

The threshold is greater than 1/2 inch high. 

The threshold at a doorway shall be no higher than 1/2 inch. Changes in level between 1/4 inch and 

1/2 inch must be beveled at 1:2 or less. I/4 inch is the maximum vertical rise. 

2010 ADAS Section 404.2.5 

Thresholds, if provided at doorways, shall be 1/2 inch (13 mm) high maximum.  Raised thresholds and 

changes in level at doorways shall comply with 302 and 303. 

Citation: As Built: 

2010 ADAS Section: 404.2.5 The threshold at this 

door is 1" due to lip of 

deficient ramp. 

Recommendation: 
Reconstruct ramp to provide compliant threshold. 

Barrier Priority: 
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in 

violation of the codes at the time of construction, or pose an imminent safety threat) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 122 

The wall sign is mounted too high. 

Tactile Characters on signs shall be located 48 inches minimum above the finish floor or ground 

surface, measured from the baseline of the lowest tactile character and 60 inches maximum above 

the finish floor or ground surface, measured from the baseline of the highest tactile character. 

Mounting location shall be determined so that a person may approach within 3 inches of signage 

without encountering protruding objects and shall be located so that a clear floor space of 18 inches 

minimum by 18 inches minimum, centered on the tactile Characters, is provided beyond the arc of 

any door swing between the closed position and 45 degree open position. 

2010 ADAS Section 703.4.1 

Tactile characters on signs shall be located 48 inches (1220 mm) minimum above the finish floor or ground 

surface, measured from the baseline of the lowest tactile character and 60 inches (1525 mm) maximum 

above the finish floor or ground surface, measured from the baseline of the highest tactile character. 

Citation: As Built: 

2010 ADAS Section: 703.4.1 The signage is 

located at 60-1/4" to 

the bottom edge. 

Recommendation: 
Lower the signage. Since these restrooms are for children, consider mounting them at 40" to the 

lower edge. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 123 

The door/gate operating hardware is not accessible. 

Hand-activated door/gate opening hardware, handles, pulls, latches, locks, and other operating 

devices on accessible doors shall have a shape that is easy to grasp with one hand and does not 

require tight grasping, tight pinching or twisting of the wrist to operate. Hardware shall be 34 inches 

minimum and 48 inches maximum above the finish floor or ground. 

2010 ADAS Section 404.2.7 

Handles, pulls, latches, locks, and other operable parts on doors and gates shall comply with 309.4. 

Operable parts of such hardware shall be 34 inches (865 mm) minimum and 48 inches (1220 mm) maximum 

above the finish floor or ground.  Where sliding doors are in the fully open position, operating hardware shall 

be exposed and usable from both sides. 

Citation: As Built: 

2010 ADAS Section: 404.2.7 The hardware on the 

door into the girl's 

restroom is not 

compliant. 

Recommendation: 
Replace the door hardware with lever-type hardware. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 124 

The door exceeds the maximum pressure to open the door. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door into the 

girl's restroom 

requires 10 lbs of 

force to open. 

Recommendation: 
Adjust the door hardware. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 125 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door into the 

girl's restroom only 

provides 26" clear 

width. 

Recommendation: 
Widen entry if feasible. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 126 

The privacy latch is positioned too high for either a side or front approach. 

Where a clear floor or ground space allows a parallel approach to an element and the side reach is 

unobstructed, the high side reach shall be 48 inches maximum and the low side reach shall be 15 

inches minimum above the finish floor or ground. 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum and the 

low forward reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.1 

Reach ranges shall comply with 308. 

Citation: As Built: 

2010 ADAS Section: 308.1 The privacy latch on 

the door is mounted 

at 68". 

Recommendation: 
Consider mounting at 40" for children's reach. Maximum height should be 48". 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 127 

The water and drain pipes under the lavatory are not adequately insulated. 

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured 

to protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks. 

2010 ADAS Section 606.5 

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect 

against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks. 

Citation: As Built: 

2010 ADAS Section: 606.5 The lavatory pipes do 

not have insulation. 

Recommendation: 
Insulate the lavatory pipes. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183626 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/                              199 of 219 
Powered by 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Finding #127 Additional Finding Photos 

Finding 183626 Additional Photo 

https://coloradosprings.gov/                              200 of 219 
Powered by 

City of Colorado Springs 

(719) 385 - 5175 



Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 128 

The soap dispenser is difficult to access due to the location of the trash can. 

Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the 

element for a distance not less than the required reach depth over the obstruction. 

The clear floor space must be unobstructed to a minimum height of 27 inches off the floor or ground. 

2010 ADAS Section 306.3.3 

Where knee clearance is required under an element as part of a clear floor space, the knee clearance shall 

be 11 inches (280 mm) deep minimum at 9 inches (230 mm) above the finish floor or ground, and 8 inches 

(205 mm) deep minimum at 27 inches (685 mm) above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 306.3.3 The trash can is 

rather large. 

Recommendation: 
Consider a smaller trash can or relocate the trash can. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 129 

Accessible toilets must have grab bars installed. 

The side grab bar must extend at least 54 inches minimum beyond the rear wall and start a maximum 

of 12 inches from the rear wall. 

The rear grab bar must be a minimum of 36 inches long and extend from the centerline of the toilet 

12 inches minimum on one side and 24 inches minimum on the other side. 

Grab bars shall be installed in a horizontal position, 20"inches to the top of the gripping surface. 

2010 ADAS Section 604.5 

Grab bars for water closets shall comply with 609.  Grab bars shall be provided on the side wall closest to 

the water closet and on the rear wall. 

Citation: As Built: 

2010 ADAS Section: 604.5 The grab bars are 

missing in the girl's 

restroom. 

Recommendation: 
Install 2 grab bars 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 130 

The toilet seat is not located within the range allowed off the floor. For this age range, the seat 

should be 12" to 15".  For 3-4 year old's it should be 12" maximum and 5-8 year old's it should be 

12-15" high. 

2010 ADAS Section 604.4 

The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches 

(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position. 

Citation: As Built: 

2010 ADAS Section: 604.4 The seat height of the 

toilet next to the wall 

is 15-1/2". 

Recommendation: 
Install a shorter toilet. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 131 

The toilet paper is installed behind front of toilet - it should be 7-9" from front. 

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water 

closet measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches 

minimum and 48 inches maximum above the finish floor and shall not be located behind grab bars. 

Dispensers shall not be of a type that controls delivery or that does not allow continuous paper flow. 

There shall be a clearance of 1 1/2 inches minimum below the grab bar. 

2010 ADAS Section 604.7 

Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230 

mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the 

dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor 

and shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that 

does not allow continuous paper flow. 

Citation: As Built: 

2010 ADAS Section: 604.7 The toilet paper 

holder is not mounted 

the correct distance 

from the toilet. 

Recommendation: 
The toilet paper dispenser should be 7-9" to the midpoint. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 132 

Wall-mounted objects that have leading edges between 27 inches and 80 inches from the floor must 

not project more than 4 inches into the circulation path. Protruding objects that extend to the floor or 

within 27 inches of the floor are cane detectable and are therefore not hazardous. Where it is 

necessary or desirable to have objects protrude from the wall, a manner of cane detection must be 

provided. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

2010 ADAS Section 307.2 

Objects with leading edges more than 27 inches (685 mm) and not more than 80 inches (2030 mm) above 

the finish floor or ground shall protrude 4 inches (100 mm) maximum horizontally into the circulation path. 

Citation: As Built: 

2010 ADAS Section: 308.2.1, 307.2 The electric dryer 

projects more than 4" 

into the path of 

travel.. 

Recommendation: 
Take out dryer or relocate. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Girl's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 133 

The light switch receptacle is greater than 48 inches above the finish floor. 

Where a forward or side reach is unobstructed, the high  reach shall be 48 inches maximum above 

the finished floor. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.2.1 The light switch in the 

girl's restroom is 

mounted at 50". 

Recommendation: 
Lower the light switch or install an occupant sensor. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 134 

The wall sign is mounted too high. 

Tactile Characters on signs shall be located 48 inches minimum above the finish floor or ground 

surface, measured from the baseline of the lowest tactile character and 60 inches maximum above 

the finish floor or ground surface, measured from the baseline of the highest tactile character. 

Mounting location shall be determined so that a person may approach within 3 inches of signage 

without encountering protruding objects and shall be located so that a clear floor space of 18 inches 

minimum by 18 inches minimum, centered on the tactile Characters, is provided beyond the arc of 

any door swing between the closed position and 45 degree open position. 

2010 ADAS Section 703.4.1 

Tactile characters on signs shall be located 48 inches (1220 mm) minimum above the finish floor or ground 

surface, measured from the baseline of the lowest tactile character and 60 inches (1525 mm) maximum 

above the finish floor or ground surface, measured from the baseline of the highest tactile character. 

Citation: As Built: 

2010 ADAS Section: 703.4.1 The signage is 

located at 60" to the 

bottom edge 

Recommendation: 
Lower the signage. Since these restrooms are for children, consider mounting them at 40" to the 

lower edge. 

Barrier Priority: 
2 (Important): Should be completed as soon as possible. (Includes findings that would remove 

barriers to the greatest number of people to your goods and services) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 135 

The door exceeds the maximum pressure to open the door, requiring 6 lbs of force. 

Interior doors shall have a maximum opening force of 5 pounds. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that 

hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that 

from an open position of 90 degrees, the time required to move the door to a position of 12 degrees 

from the latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door 

or gate shall move to the closed position in 1.5 seconds minimum. 

2010 ADAS Section 404.2.9 

Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The 

force for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged 

doors and gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. 

These forces do not apply to the force required to retract latch bolts or disengage other devices that hold the 

door or gate in a closed position. 

Citation: As Built: 

2010 ADAS Section: 404.2.9 The door into the 

boy's restroom 

requires 6 lbs of force 

to open. 

Recommendation: 
Adjust the door hardware. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 136 

The door opening does not provide at least 32 inches between the face of the door and the opposite 

stop. 

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees. There shall be no projections into the required clear opening width lower than 34 inches 

above the finish floor or ground. Projections into the clear opening width between 34 inches and 80 

inches above the finish floor or ground shall not exceed 4 inches. 

2010 ADAS Section 404.2.3 

Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with 

swinging doors shall be measured between the face of the door and the stop, with the door open 90 

degrees.  Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 

mm) minimum. There shall be no projections into the required clear opening width lower than 34 inches (865 

mm) above the finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) 

and 80 inches (2030 mm) above the finish floor or ground shall not exceed 4 inches (100 mm). 

Citation: As Built: 

2010 ADAS Section: 404.2.3 The door into the 

boy's restroom only 

provides 26" clear 

width. 

Recommendation: 
Widen doorway if feasible. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 137 

The water and drain pipes under the lavatory are not adequately insulated. 

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured 

to protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks. 

2010 ADAS Section 606.5 

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect 

against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks. 

Citation: As Built: 

2010 ADAS Section: 606.5 The lavatory pipes do 

not have insulation. 

Recommendation: 
Insulate the lavatory pipes. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 138 

The trash can obstructs the reach to the soap dispenser location. 

Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the 

element for a distance not less than the required reach depth over the obstruction. 

The clear floor space must be unobstructed to a minimum height of 27 inches off the floor or ground. 

2010 ADAS Section 306.3.3 

Where knee clearance is required under an element as part of a clear floor space, the knee clearance shall 

be 11 inches (280 mm) deep minimum at 9 inches (230 mm) above the finish floor or ground, and 8 inches 

(205 mm) deep minimum at 27 inches (685 mm) above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 306.3.3 The trash can 

obstructs soap 

dispenser. 

Recommendation: 
Consider relocating the trash can or replacing with a smaller trash can. 

Barrier Priority: 
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not 

result in providing greater access to persons with disabilities. (Includes findings that are technically 

violations but provide a moderate to low increase in accessibility compared to the financial impact 

on the entity) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 139 

Accessible toilets must have grab bars installed. 

The side grab bar must extend at least 54 inches minimum beyond the rear wall and start a maximum 

of 12 inches from the rear wall. 

The rear grab bar must be a minimum of 36 inches long and extend from the centerline of the toilet 

12 inches minimum on one side and 24 inches minimum on the other side. 

Grab bars shall be installed in a horizontal position, 20" to the top of the gripping surface given the 

age range. 

2010 ADAS Section 604.5 

Grab bars for water closets shall comply with 609.  Grab bars shall be provided on the side wall closest to 

the water closet and on the rear wall. 

Citation: As Built: 

2010 ADAS Section: 604.5 The rear grab bar is 

missing in the boy's 

restroom. 

Recommendation: 
Install grab bars 20" to the top of the gripping surface. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 140 

The toilet seat is not located within the range allowed off the floor. For this age range, the seat 

should be 12" high given the age range that use the toilet. 

2010 ADAS Section 604.4 

The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches 

(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position. 

Citation: As Built: 

2010 ADAS Section: 604.4 The seat height of 

both toilets is 16". 

Recommendation: 
Install a shorter toilet. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 141 

The toilet is not located within the range allowed from the side wall or partition. It should be 12" to 

the centerline given the age range that use this facility. 

2010 ADAS Section 604.2 

The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the 

water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or 

partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) 

maximum from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.

 Water closets shall be arranged for a left-hand or right-hand approach. 

Citation: As Built: 

2010 ADAS Section: 604.2 The toilet is 16" from 

the centerline to the 

wall. 

Recommendation: 
Relocate the toilet the appropriate distance from the wall. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 142 

The flush handle is located on the wrong side of the toilet. 

Controls shall be operable with one hand and shall not require tight grasping, pinching or twisting. 

Controls for the flush valves shall be mounted on the wide side of toilet areas, no more than 48 

inches above the floor. 

2010 ADAS Section 604.6 

Flush controls shall be hand operated or automatic.  Hand operated flush controls shall comply with 309. 

Flush controls shall be located on the open side of the water closet except in ambulatory accessible 

compartments complying with 604.8.2. 

Citation: As Built: 

2010 ADAS Section: 604.6 The flush handle is on 

the wrong side of the 

toilet. 

Recommendation: 
Install a new tank with the flush control on the correct side. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 

Finding 183642 Main Photo 

City of Colorado Springs 

(719) 385 - 5175 

https://coloradosprings.gov/                              216 of 219 
Powered by 

http:https://coloradosprings.gov


Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 143 

The toilet paper is not installed within the compliant range in front of the toilet.  It is mounted even to 

slightly behind the toilet.  

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water 

closet measured to the centerline of the dispenser.  The outlet of the dispenser shall be 15 inches 

minimum and 48 inches maximum above the finish floor and shall not be located behind grab bars. 

Dispensers shall not be of a type that controls delivery or that does not allow continuous paper flow. 

There shall be a clearance of 1 1/2 inches minimum below the grab bar. 

2010 ADAS Section 604.7 

Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230 

mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the 

dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor 

and shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that 

does not allow continuous paper flow. 

Citation: As Built: 

2010 ADAS Section: 604.7 The toilet paper 

holder is not mounted 

the correct distance 

from the toilet. 

Recommendation: 
The toilet paper dispenser should be 7-9" to the midpoint. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 144 

Wall-mounted objects that have leading edges between 27 inches and 80 inches from the floor must 

not project more than 4 inches into the circulation path. Protruding objects that extend to the floor or 

within 27 inches of the floor are cane detectable and are therefore not hazardous. Where it is 

necessary or desirable to have objects protrude from the wall, a manner of cane detection must be 

provided. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

2010 ADAS Section 307.2 

Objects with leading edges more than 27 inches (685 mm) and not more than 80 inches (2030 mm) above 

the finish floor or ground shall protrude 4 inches (100 mm) maximum horizontally into the circulation path. 

Citation: As Built: 

2010 ADAS Section: 308.2.1, 307.2 The electric dryer 

projects more than 4" 

into the path of 

travel.. 

Recommendation: 
Take out dryer or relocate. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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Meadows Park Community Center - 1939 S El Paso St Colorado Springs, CO 80903 

Preschool - Boy's Restroom 

Lat: 38.8150305000, Long: -104.8131063000 

Finding: 145 

The receptacle/switch is not positioned correctly for either a side or front approach. 

Where a clear floor or ground space allows a parallel or front approach to a switch or receptacle  and 

the side reach is unobstructed, the high side reach shall be 48 inches maximum above the finish 

floor or ground and the low side reach shall be 15 inches minimum above the finish floor or ground. 

2010 ADAS Section 308.2.1 

Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and 

the low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground. 

Citation: As Built: 

2010 ADAS Section: 308.2.1 The light switch in the 

boy's restroom is 

mounted at 50". 

Recommendation: 
Lower the switch or install an occupant sensor. 

Barrier Priority: 
3 (Moderate): Should be completed as soon as possible, but there may be other items that will 

provide greater access to persons with disabilities. (Includes findings that have a high financial 

impact on the entity in relationship to the degree of access provided) 
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